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BASE BID 2ND FLOOR PLUMBING KEYNOTES

CONNECT NEW 3/4” OXYGEN, AND 3/4” VACUUM TO EXISTING OXYGEN AND
VACUUM MAIN(S). FIELD VERIFY EXACT LOCATION OF EXISTING MAINS.

4" SANITARY, 4" STORM, AND 4" VENT DOWN IN CHASE.

1/2"13/4 SEE BASE BID PLUMBING PLAN — 1ST FLOOR ON THIS SHEET FOR CONTINUATION.

2" VENT, 4" SANITARY, 3/4” HWC, 1 1/2" HW, AND 2" CW DOWN. CONNECT NEW 4" VENT TO EXISTING 4" VENT RISER.

SEE BASE BID PLUMBING PLAN — 1ST FLOOR ON THIS SHEET FOR CONTINUATION.

CONNECT NEW 4" SANITARY, 2" SANITARY, AND 2” VENT TO EXISTING 4"
SANITARY, 2" SANITARY, AND 2" VENT.

CONNECT NEW 4" SANITARY AND 2" VENT TO EXISTING 4" SANITARY AND 2"
VENT.

MED. GAS ALARM PANEL. COORDINATE EXACT LOCATION WITH OTHER WALL
CONNECT NEW 2" CW, 1 1/2" HW, AND 3/4" HWC TO EXISTING 2" CW, MOUNTED DEVICES IN THIS AREA AND COTR.

11/2" HW, AND 3/4” HWC.

SEE GENERAL NOTE #4 ON THIS SHEET.
CONNECT NEW 2" VENT TO EXISTING 2" VENT STACK.
RAISE ALL EXISTING PLUMBING LINES IN THIS ROOM AS HIGH AS POSSIBLE FOR

©®@ @ Q0@ © O ®

MED. GAS ZONE VALVE BOX. COORDINATE EXACT LOCATION WITH OTHER WALL NEW CEILING AND/OR STRUCTURAL FOR LIFT EQUIPMENT. COORDINATE WITH
MOUNTED DEVICES IN THIS AREA AND COTR. ARCHITECTURAL REFLECTED CEILING PLAN AND EQUIPMENT PLAN.
L () (T — | CONNECT NEW 2" SANITARY TO EXISTING 2” SANITARY. SEE SPECIFICATIONS FOR VACUUM AND OXYGEN OUTLETS. COORDINATE EXACT
[ | LT T | ] LOCATION AND MOUNTING HEIGHT WITH COTR.
S iy @—— | CONNECT NEW 4" SANITARY, 3/4” HW, 3/4” HWC, AND 1 1/2” VENT TO
BASE BID 1ST FLOOR PLUMBING KEYNOTES i | e EXISTING 4” SANITARY, 3/4” HW, 3/4” HWC, AND 1 1/2" VENT. INSTALL PLUMBING IN NEW WALL.
P —J T 4 @%‘_) P © ., ., .,
X X — SAN H—~ —2 3/4” HW, 3/4” HWC, AND 1 1/2” VENT DOWN.
4" SANITARY AND 2" VENT UP TO WATER CLOSET. we=1 L= I : > Og\z S — I EXIST. 4" SEE BASE BID PLUMBING PLAN — 1ST FLOOR ON THIS SHEET FOR CONTINUATION.
” -/ v E: aU - +$ 1 2” ” ” ” ”
2" SANITARY UP TO LAVATORY/SINK. \!b ] ﬁ-—) ; — / CONNECT NEW 4” AND 2" SANITARY TO EXISTING 4” AND 2" SANITARY.
bt

CONNECT NEW 2" SANITARY TO EXISTING 4” SANITARY. CONNECT NEW 4" STORM TO EXISTING 4" STORM.
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(@) 3" SANITARY AND 2” VENT UP AT MOP SINK. 1l
(5) CONNECT NEW 3" SANITARY TO EXISTING 4” SANITARY STACK. @
(6) CONNECT NEW 4” SANITARY TO EXISTING 4” SANITARY STACK. | I
LQ@CED
(7) CONNECT NEW 2” SANITARY TO EXISTING 2” SANITARY STACK. t I
'l 47ST UP/DNA——
CONNECT NEW 2" SANITARY TO EXISTING 2” SANITARY. I SAN
[ | 51
(9 CAP HW, CW, AND HWC AN CHASE WALL. ==1
| @ | LA
DISCONNECT, OFF—SET, AND RECONNECT EXISTING 4" SANITARY, 2" VENT, 2" CW, [ | : E\//l H % MM /\E
11/2" HW, AND 3/4” HWC TO MATCH THE NEW PLUMBING IN THE CHASE | | ]
ABOVE. E) | \ === ——
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= ’ GENERAL NOTES
= M 1. EXISTING CONDITIONS ABOVE CEILINGS AND WITHIN VERTICAL CHASES ARE
— NOT FULLY KNOWN. FIELD VERIFY ACTUAL CONDITIONS AND ADJUST WORK
AS REQUIRED. NOTIFY ENGINEER AND ARCHITECT IF EXISTING PIPING,
DUCTWORK, OR EQUIPMENT TO REMAIN CONFLICTS WITH THE NEW DESIGN.
2. DURING CONSTRUCTION NO CEILING TILES IN PUBLIC AREAS CAN BE LEFT
BASE BID OPEN OVERNIGHT.
mPLUM?INGZ PLAN - Ist FLOOR 3. COORDINATE SCHEDULING OF ALL WORK REQUIRED OUTSIDE THE RENOVATION
Pl JSCALE: I/8" = I'-0 AREA INCLUDING FLOORS ABOVE AND BELOW THE RENOVATION AREA WITH
COTR. SPACES ADJACENT TO THE RENOVATION WILL REMAIN OPERATIONAL
NORTH DURING CONSTRUCTION.
4. SEE ARCHITECTURAL DRAWINGS FOR ALL WATER CLOSET DIMENSIONS FROM
ADJACENT WALLS
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